Town Of Falmouth
Service Application Guidelines

1. Plot Plan or Neat Drawing to Include:
   A. House
   B. Driveway
   C. Septic System and/or Leaching Field
   D. Owner’s Water Line from street to where it enters house
   E. Distance between water service line and all underground utilities i.e. gas, electric, cable, etc. must be indicated on plan.

2. Service Lines:
   A. Water Service Line shall be 1” or 2” Polyethylene Tubing. (Class 200)
   B. 2” Water Service Line is required when longer than 200’
   C. When any part of a Water Service Line is located closer than 10’ to any component of the Septic System or Leaching Field, it must be sleeved followed up by a scheduled sight inspection by a Town Representative.
   D. Town shut-off connection cannot withstand constant traffic and should not be located in driveway.
   E. Water Service Line should maintain a 5’ separation from other utilities.
   F. Water Service Line should maintain a 5’ bury in all directions

3. Water Meters:
   A. Water Meter should be in house or a heated utility room
   B. Water Meters will be furnished by Town.
   C. Furnished Water Meters will be at owners cost
   D. Meter Pits are required when Service Lines are over 400’